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CABINET MOUNTED AT 48" AFF
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CODE COMPLIANCE PLAN

G-101

IMH

AMK

AMK

BID PACKAGE #3

OCCUPANCY AREA SCHEDULE
ROOM

AREA
OCCUPANT

LOAD FACTOR
OCCUPANT

LOAD REMARKSNUMBER NAME

B BUSINESS
101 RETAIL / OFFICES 821 SF 1:150 6
101A CONFERENCE ROOM 156 SF 1:150 2
101B TOILET 80 SF 1:150 1
101C OFFICE 153 SF 1:150 2
101D OFFICE 105 SF 1:150 1
101E OFFICE 106 SF 1:150 1
101F OFFICE 104 SF 1:150 1
102 TEST KITCHEN 292 SF 1:200 2
102A CORRIDOR 370 SF 1:150 3
103 BREAK ROOM 734 SF 1:15 49
104 LAUN. / JAN. CLOS. 88 SF 1:300 1
105D JANITOR 33 SF 1:100 1
B BUSINESS: 12 3,042 SF 70

F-1 FACTORY
100D CORRIDOR VESTIBULE 157 SF 1:150 2
100E CORRIDOR 402 SF 1:150 3
100F CORRIDOR 333 SF 1:150 3
107 AMBIENT GAME RECEIVING 427 SF 1:150 3
108 +35F HIDE ROOM 287 SF 1:150 2
109 +45F DEER PROCESSING 647 SF 1:150 5
111 AMBIENT BEEF & HOG KILL &

SLAUGHTER AREA
2,891 SF 1:150 20

111A VESTIBULE 47 SF 1:150 1
112 +45F OFFAL 351 SF 1:150 3
113 EQUIPMENT CLEANING 329 SF 1:100 4
114 KILL AREA STORAGE 218 SF 1:100 3
116A +45F PACKAGING 1,445 SF 1:150 10
116B +45F BEEF & HOG PROCESSING 1,745 SF 1:150 12
116C +45F SMOKER / PACKING 644 SF 1:150 5
119 DRY & PACKAGE STORAGE +55F 687 SF 1:150 5
120 +45F PACKAGING 580 SF 1:150 4
122 SMOKE HOUSE 588 SF 1:200 3
123 +35F / 75-85% RH - DRY AGED BEEF 503 SF 1:150 4
124 EQUIPMENT CLEANING 291 SF 1:150 2
125 VEST. 93 SF 1:150 1
128 +35F RECEIVING & SHIPPING 560 SF 1:300 2
F-1 FACTORY: 21 13,224 SF 97

S-2 STORAGE
107A CHEMICAL STORAGE 246 SF 1:300 1
110 +28F DEER COOLER 689 SF 1:300 3
115 +28F BEEF & HOG COOLER 3,047 SF 1:300 11
117 +35F COOLER 253 SF 1:300 1
118 -10F FREEZER 428 SF 1:300 2
121 +35F COOKED COOLER 454 SF 1:150 4
129 +28F COOLER 338 SF 1:300 2
130 -10F FREEZER 314 SF 1:300 2
S-2 STORAGE: 8 5,769 SF 26
TOTAL: 41 22,035 SF 193

OCCUPANT LOAD

AREA
LOAD

FACTOR
OCCUPANCY

CLASSIFICATION
OCCUPANT

LOAD
734 SF @ 1:15 NSF B BUSINESS 49

33 SF @ 1:100 GSF B BUSINESS 1
1,894 SF @ 1:150 GSF B BUSINESS 17

292 SF @ 1:200 GSF B BUSINESS 2
88 SF @ 1:300 GSF B BUSINESS 1

547 SF @ 1:100 GSF F-1 FACTORY 7
11,530 SF @ 1:150 GSF F-1 FACTORY 85

588 SF @ 1:200 GSF F-1 FACTORY 3
560 SF @ 1:300 GSF F-1 FACTORY 2
454 SF @ 1:150 GSF S-2 STORAGE 4

5,315 SF @ 1:300 GSF S-2 STORAGE 22
22,035 SF 193EGRESS PATHS

PATH LABEL PATH TYPE LENGTH

COMMON PATH 149'-3 31/64"
COMMON PATH 89'-10 173/256"
COMMON PATH 40'-9 19/256"
COMMON PATH 80'-10 1/8"
EXIT ACCESS 171'-7 197/256"
EXIT ACCESS 75'-0 247/256"
EXIT ACCESS 105'-7 17/256"
EXIT ACCESS 111'-0 7/8"
EXIT ACCESS 89'-1 1/64"

SCALE: 1" = 10'-0"

LIFE SAFETY PLAN - GROUND FLOOR
1

SERVICE SINKS --- --- 1

DRINKING FOUNTAINS 97 97/400 0.25

LAVATORIES (FEMALE) 49 49/100 0.49

LAVATORIES (MALE) 49 49/100 0.49

WATER CLOSETS (FEMALE) 49 49/100 0.49

WATER CLOSETS (MALE) 49 49/100 0.49

97 TOTAL OCCUPANTS

FACTORY - F-1
OCCUPANTS CALCULATION

NUMBER
REQUIRED

SERVICE SINKS --- --- 1

DRINKING FOUNTAINS 67 67/100 0.67

LAVATORIES (FEMALE) 34 34/40 0.85

LAVATORIES (MALE) 34 34/40 0.85

WATER CLOSETS (FEMALE) 34 34/25 1.36

WATER CLOSETS (MALE) 34 34/25 1.36

67 TOTAL OCCUPANTS

BUSINESS - B
OCCUPANTS CALCULATION

NUMBER
REQUIRED

SERVICE SINKS --- --- 1

DRINKING FOUNTAINS 26 26/1000 0.03

LAVATORIES (FEMALE) 13 13/100 0.13

LAVATORIES (MALE) 13 13/100 0.13

WATER CLOSETS (FEMALE) 13 13/100 0.13

WATER CLOSETS (MALE) 13 13/100 0.13

26 TOTAL OCCUPANTS

STORAGE / MECHANICAL /
ELECTRICAL - S-1 OCCUPANTS CALCULATION

NUMBER
REQUIRED

SERVICE SINKS 1 1 1 1 1

DRINKING FOUNTAINS 0.25 0.67 .03 2(0.95) 2

LAVATORIES (FEMALE) 0.49 0.13 0.85 2(1.47) 3

LAVATORIES (MALE) 0.49 0.13 0.85 2(1.47) 3

WATER CLOSETS (FEMALE) 0.49 0.13 1.36 2 (1.98) 7

WATER CLOSETS/URINALS (MALE) 0.49 0.13 1.36 2 (1.98) 2 WC / 2URINALS

FIXTURES

TOTAL PLUMBING F-1 S B
REQUIRED PROVIDED

MEANS OF EGRESS REQUIREMENTS (IBC 2018)

USE (NON SPRINKLERED)

OCCUPANT
LOAD FACTOR

(TABLE 1004.1.2)

COMMON PATH
OF TRAVEL

(TABLE 1006.2.1)

MAXIMUM TRAVEL
DISTANCE TO EXITS

(TABLE 1017.2)

MAXIMUM DEAD END
CORRIDOR LENGTH

(1020.4)

MINIMUM NUMBER
OF EXITS
(1006.3.1)

EXIT WIDTH
(1005.3.2)

BUSINESS 150 SF 100' < 30
OCCUPANTS

200' 20' >49 OCCUPANTS =
2 EXITS

0.2

FACTORY 150 SF 75' 200' 20' >49 OCCUPANTS =
2 EXITS

0.2

STORAGE 300 SF 100' < 30
OCCUPANTS

200' 20' >49 OCCUPANTS =
2 EXITS

0.2

CODE SUMMARY
ITEM

OCCUPANCY MIXED USE, NON-SEPARATED
PRIMARY: FACTORY,

GROUP F1

BUSINESS, GROUP B
STORAGE, GROUP S-1

CONSTRUCTION
TYPE (TABLE 601)

TYPE II-B

ALLOWABLE HEIGHT /
STORIES
(TABLE 504.3 & 504.4)

55 FEET / 2 STORY

ACTUAL HEIGHT 27'-0" / 1 STORY

ALLOWABLE AREA
(TABLE 506.2)

15,500 SF

FIRE PROTECTION
SYSTEMS

• NFPA 10 - MAXIMUM TRAVEL
DISTANCE TO FIRE
EXTINGUISHER SHALL NOT
EXCEED 75 FEET

BUILDING CODES AND
STANDARDS
INTERNATIONAL BUILDING CODE 2018

INTERNATIONAL MECHANICAL CODE 2018

INTERNATIONAL PLUMBING CODE 2018

INTERNATIONAL FUEL GAS CODE 2018

INTERNATIONAL FIRE CODE 2018

NATIONAL ELECTRIC CODE 2014

ADA ARCHITECTURAL GUIDELINES 2010

INTERNATIONAL FUEL GAS CODE 2018

W=(L x w + L x w + L x w...) / F
If=(F/P - 0.25)W/30
Aa = At + (NSxIf)

30=(794 x 30) / 794
0.73=(794/809 - 0.25)30/30
26,837 = 15500 + (15500x0.73)

FINAL ALLOWABLE AREA:
26,837 SF

FRONTAGE INCREASE

FIRE AREAS PER 903.2.4
MAX GROUP F-1 FIRE AREA
NON SPRINKLERED: 12,000 SF

ACTUAL FIRE AREAS: 6921 SF
& 11,128 SF

MAX  COMBINED GROUP F-1
FIRE AREA NON
SPRINKLERED: 24,000 SF

ACTUAL COMBINED FIRE
AREAS: 18,049 SF

PER TABLE 707.1.10
FIRE AREA SEPERATION FOR
GROUP F-1: 3 HOURS

ACTUAL AREA (GROSS) 24,100 SF
















